Ductwork Layout for Fan A
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Notes:

A) Bottom of
ductwork off of
floor is 10" &

B)> The Router and
Blow off hoods wil
have an automatice

be open while the
other is closed.
C) Al
will have a manual
blastgate for air
flow odjustment,
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Router Connection:
1% Attach Ball joint from duct.
Then attach flex ductwork fto
45/ \; 16’ collar on Router (Diameter 2277
Branch l1e"/47/12" Blow Off Hood Connection:
IAQ to make blow off hood with 8" dia
Branch = connection on top toeach hood.
lers107/1e Hoods are 7'wide by 207 high and 14°
deep.
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