
Date: May 11, 2011

Recommended Equipment:

(2) SDC-25x2-40 Large Cartridge Collector Drum Type and Piping Ductwork

- 20,000CFM @ 8” SP

- normal 52”L polyester cartridges

Avani Environmental Inc.

95 Cypress Drive

Youngsville, NC 27596

www.avanienvironmental.com

Phone: (919) 570-2862

Fax: (919) 570-2863

Email: info@avanienvironmental.com

www.weldingbooths.com

The drawings, AutoCAD, 3-D Models, and specifications are the property of Avani Environmental Inc. (AE) and may not be reproduced, distributed, modified, or otherwise used, except provided 

herein, without the express written permission of AE.

Project: Welding School

To: Elgin Community College

Attn:



FIRST FLOOR MECHANICAL PLAN
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EXISTING FIRE RATING SCHEDULE

WELDING BOOTH VARIABLE EXHAUST DETAIL
SCALE:  NTS

GRINDING LAB HOOD DETAIL
SCALE:  1/2" = 1'-0"






