
25 24 23 22 21 20 19 18 17 16 15 14 13 12 11 10 9 8 7 6 5 4 3 2 1

EXISTING RAILWAY SPUR

EXISTING
6 INCH RECESSED FLOOR SLAB

TEST POOLS

16,500 SF TESTING 'WING'

24'-0"

24
'-

0"

CRANE RAIL

CRANE RAIL

86'-0"

20'-0" 5'-0"35'-0"

60'-0"

11
'-

0"

EXISTING
6 FOOT

RECESSED
LOADING

DOCK

39
'-

0"

35'-0"

15
5'

-0
"

EXIT
EXIT

AREA FOR SUPERVISOR DESKS AND FILES

ARGON

GAS FARM

COORDINATE TANK PAD LOCATIONS
WITH PARKING SPACE LAYOUT

PITS TO REMAIN
PITS TO REMAIN

X X X XX X X X X X X X X X X

X
X

50
 B

O
O

T
H

S
 5

F
T

 X
 5

F
T

HAND
TRCH

COUPON
STORAGE

R
O

D
 O

V
E

N
S

T
U

B
E

S
IM

S
.

P
L

A
T

E
C

T
 T

R
C

H

T
U

B
E

S
IM

S
.

S
A

W
P

L
A

T
E

T
R

C
H

 T
B

L

LUNCH

DATA &
IT OFFICE

MECH.

SWITCH GEAR

CONFERENCE RECEPTION
LOBBY

OFFICE

SMALL
CONF.

CONFERENCE CONFERENCE

OFFICE

SMALL
CONF.

COPY+BREAK

JAN

WOMENS LOCKERS

MENS LOCKERS

M W

OFFICE OFFICE

CLASSROOM
GRINDING ROOM

WELDING SCHOOL

EXIT

EXIT

EXIT

EXIT

R R

R R

D a t e

Drawing Number

Project Number

Drawing Title

Project Title

Revisions

Westinghouse Electric Co.

401 River Terminal Rd
Chattanooga, TN

08-048

August 8, 2008

CONSTRUCTION SET

Full First Floor Plan
& Life Safety Plan

A2.0

SEE SHEET A9.2 FOR HIGH BAY INTERIOR AND EXTERIOR PAINTING SPECIFICATIONS

REMOVE AND REPLACE
EXTERIOR METAL PANELS
THIS SIDE FROM GRADE
TO APPROX. 15 FEET
ABOVE GRADE.
PROVIDE PANELS WITH
PRIMER COAT READY FOR
FIELD FINISH PAINT.

REPLACE CYLINDER, AND CORE.
REPLACE OTHER DOOR HARDWARE
AS REQUIRED FOR PROPER
OPERATION

REPLACE CYLINDER, AND CORE.
REPLACE OTHER DOOR HARDWARE
AS REQUIRED FOR PROPER
OPERATION

REPLACE CYLINDER, AND CORE.
REPLACE OTHER DOOR HARDWARE
AS REQUIRED FOR PROPER
OPERATION

REPLACE CYLINDER, AND CORE.
REPLACE OTHER DOOR HARDWARE
AS REQUIRED FOR PROPER
OPERATION

EXTERIOR PAINTING SCOPE:
PAINT HIGH BAY BUILDING EXTERIOR WALL PANELS, DOORS AND MISC. APPURTENANCES
INCLUDING GUTTERS, DOWNSPOUTS, AHU'S, AND FRAMES.
DO NOT PAINT ROOF.
DO NOT PAINT TRANSLUCENT PANELS.

PAINT OFFICE WING  LOW EXTERIOR METAL PANELS , SOLID METAL DOORS, AND SOFFIT TRIM.
DO NOT PAINT WINDOW OR STORE FRONT FRAMES.
DO NOT PAINT EXISTING BLUE WALL OR ROOF PANELS.

REPAIR OVERHEAD
COILING DOOR AND

FRAME
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