
Burn table is 16' 4"L x 40"H x 30"D

Backdraft hoods should be hoods per drawing 64"W x 10"D x 46.5"H

Distance from hood centerline to main trunkline is approx 21' 6" CL

Height inside the room is approx 10' 8"H FFL +/-

(6) SDT-180 Modules that will require ducting to single ECO-3000

Manual blast gates on each table (mounted on the vertical ductwork)Manual blast gates on each table (mounted on the vertical ductwork)

Spiral ductwork for both systems to match existing system
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SEE ADDITIONAL ATTACHMENT


